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X!!w!
The MFTF experiment’sSustainingNeutral Beam

Power SUDDIV Svstem (SNBPSS) includes twenty-four95
kV, 80 A“ac;el-dc p~er SUPP1ies (AOCPS). Each power
supply includes a relatively high-impedance(20 per-
cent) rectifier transformer and a step voltage
regulator with a 50-100 percent voltage range. With
this combination,the fault current for some postu-
lated faults may be lower than the supply’s full load
current at maximum voltage. A design has been devel-
oped which uses protective relays and current-
Iimiting fuses coordinated to detect phase and ground
faults, DC faults, incorrectvoltage conditions,
rectifier faults, power factor correctioncapacitor
faults, and overloads. This unusual solution ensures
fast tripping on potentiallydestructivehigh-current
faults and long time delays at lower currents to
allow 30 second pulse operation. The AOCPS meets the
LLL specificationthat all major assembliesbe self-
protecting,that is, able to sustain external faults
without damage and to minimize damage due to internal
faults.

Introduction

Source voltage for the MFTF experiment is suP-
plied by the P G & E Tesla substation at 230 kV. The
supplied voltage is regulated to long-term variation
of + 3 percentandshort-term variation oft 1
pertent. The Laboratoryuses this power to feed two
60 MVA substationtransformers which supply 13.8 kV
to the SustainingNeutral Beam Power Supplies. Fault
delivery on the 230 kV 1ine is 5376 MVA; at the LLL
switchgear it is 750 MVA. In order to limit the
destructiveeffects of ground faults, the University
has provided system grounding through a 20i?resistor,
which limits ground fault current to 400 A. These
systems are shown on Figures 1 and 2.

There are 24 accel dc power SUPP1ies located in
the area immediatelyto the west of the 230 kV sub-
station. These power supplies convert the 13.8 kV ac
input into a direct voltage of 35 to 80 kV and
deliver 10 to 88 A dc. Each power supply consists of
a switchgear assembly, a step v.olta9ere9ulator, a
rectifier transformer,power factor correction
capacitors and a rectifier assembly. The schematic
is shown as Figure 3. Distributionof primary ac
voltage follows practices to minimize both exposure
to the elements and line-to-linefaults. The 13.8 kV
ac individuallyshielded cables are enclosed in 4“
conduit in undergroundduct banks and use
Elastimold-styleinsulatedconnectors to cover every
apparatus bushing, up to and includingthe input of
the rectifier transformer. These lines run at a
full-load current of 390 A. Exposed buswork first
appears at the secondary terminals of the rectifier
transformer. Overhead tubular aluminum conductors

*Work performed under the auspices of the U.S.
Departmentof Energy by the Lawrence Livermore
Laboratory under contract number W-7405-ENG-48.
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Figure 2

series power factor correctionunits
the rectifier assemblv. The final

run through the
to the input of
output of the ADCPS from the rectifie; is carried in
shielded 120 kV dc cable that runs to the modulator
in Building 431.

The switchgear assembly includes an outdoor
enclosure. In addition to an electricallyoperated,
visible, load interrupterswitch, the enclosure
houses monitoring equipment, transient protection
equipment,circuit breaker for fault interruption,
and on/off switching.

The load-interrupterswitch is an air-break,
three-poleunit, rated for continuouscurrent of 600
A (ful1 load current = 390 A) with a momentary fault
rating of 40,000 A (availablefault 38,000 A
momentary). The switch is designed for repeated



y--” -—------j .&%+-=.&+-T&%rp–– .%+

.

I a7nn

*,W

Ii

‘y-$i24
,

,,-,s

1!
.al–

M“gin,) I
“m .“

I I

i-+--{-----{---k--r----ki=--”k

---1---l-–--l--l---=”1=’’=-–---t-”l-

o.-— e 0 .>,.mm

0“ (3--:- ix-—”
o 0❑ —mm? “ .W.rtm- w mllLv—

0*- n,-. CD-” o“”-
0,7 UIK— mL- Q3.—— 03”-”

Figure 3

full-load interruptionbut has no manufacturer’s
rating at greater than full-load interruption. In
this system, the switch is used as a zero-current
disconnect switch. It is electricallyoperated and
is mounted in the switchgearcabinet adjacent to a
reinforced viewing window for visual verificationof
switch position.

The switchgearprimary protection uses general
purpose, current-limiting(CL) fuses rated at 13.8
kV, 175 A full-load capability (175 E fuse charac-
teristics). This type of fuse not only interrupts
the high fault currents, but also interrupts low
fault currents down to approximatelytwice its
continuous rating. In this applicationit operates
during the “pulse-on”condition at over 200 percent
of full load rating. During the crowbar “on” inter-
val, it is subjected to over ten times normal
rating. The “minimw melt time” curves for the CL
fuses (Figure 4) indicatethat both of these
operating conditionsfall within the safe “no damage
boundary” of the fuse.

Power control for the rectifier transformer is
achievedwith the load resistor contactor (Device
Number 75) and circuit breaker (52) combination (see
Figure 3). The vacuum contactor used in conjunction
with a set of series resistors (38Q per phase) limit
the transformer inrush current to approximately150 A
rms. The ac circuit breaker assembly includes a
stored-energyoperatingmechanism that will assure a
contact parting time of approximately10 ms from the
time the trip coil is energized. The circuit breaker
has a nominal current rating of 1200 A; it is rated

. for a minimum 10,000 mechanical operations,and a
lifetime of 5000 interruptionsat an interrupting
current of 5000 A.

To achieve a coarse adjustmentof the specified
30 to 80 kV dc output of the accel modulator, the
step voltage regulator varies the ac input in dis-
crete steps. The regulator is a design variation of
a standard utilities’”unit and includes a 32-step,
3-phase load tap changer that can make full-load step

changes. The step regulator differs from the
standard utilities’version in its range of 100-50
percent output to meet the required dc output voltage
and its structural design for repeated crowbar
operations.

The rectifier transformeroperates on an input
voltage of 6.6 to 13.1 kV and a line current of 390
A. The no-load output voltage is 35,300 V with 13.1
kV input. The full-load output current is 74 A rms.
It has 20 percent nominal reactance on an 8.1 MW
base. The rectifier transformerhas two equal
output-voltagesecondaries,one wye-connectedand one
delta-connected.

The rectifier assembly consists primarily of two
sets of three-phase,full-wave diode bridge assem-
blies, commutatingnetworks, and dc output
resistor-capacitors. These components are assembled
in a single, oil filled steel tank, having cover
busings to handle the input and output terminations.
The rectifier tank is self-cooling,and uses
oil-to-air integralradiators. The range of input
voltages on each bridge is from 17.6 kV to 35.3 kV
for total output dc voltage levels of 45 - 95 kV.

The rectifier is rated to meet the 2.5 times PIV
(peak inverse voltage) rating given by the LLL speci-
fication at a reference level which is increasedto
account for the stored energy in the power factor
correction network. The PIV rating is more than 3 in
relation to the dc output. The supply reactance of
the system driving the rectifiers is specifiedto
limit peak fault current to about 5 times normal full
load current. Coordinatingthis fault current with a
high-speedbreaker interruptionof less than 25 mil-
lisecondsestablishesthe surge-currentrating of the
rectifiers.

A high-voltageresistive divider provides a dc
voltage drive signal for a panel meter. The near
ground end (negativereturn) of the dc output is
limited to 5 kV excursionsby a spark gap.
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ProtectionPhilosophy

The protectionmethod used throughoutthe ADCPS
is the provision of positive primary relaying com-
bined with backup protectionwhich operates if the
primary device should fail to clear the fault. Each
piece of protectiveequipment is coordinatedwith the
operating requirementsof the protected equipment, as
well as with the other protectiveequipment as shown
on the time current curves (Figure 4).

Figure 4

Primary protectionfor the switchgear includes
current-limitingfuses and phase over-currentand
ground fault relays. Phase over-current is detected
through three 40015 current transformers,each feed-
ing WestinghouseCO-5, long-timerelays (one relay
per phase). Ground fault current is sensed with a
50/5 zero-sequencewindow-typecurrent transformer
which feeds a Westinghouse-typeSC instantaneous
overcurrentrelay.

Back-up protection is SUPP1ied by the 230 kV sub-
station’s phase over-currentand under-voltage
protection’and the substation’s neutral over-current
detection.

Coordinationof the over-currentrelaying for the
step regulator, rectifier transformerand rectifier
assembly is similar. Primary relaying can be divided
into two types. Sane protection is wired into the
permissive-to-closecircuit of the disconnect switch
as well as the breaker trip circuit, while other
protection is wired only Into the trip circuit. The
protective devices for oil temperatureand oil level
are in the first category. The sudden-pressurerelay
and the ground fault relay are in the second.
Back-up relaying for these pieces of equipment con-
sists of three device types located in the switch-
gear: phase over-currentrelays, current-limiting
fuses and under-voltage-relays.

In addition to these, the rectifier assembly is
equipped with ripple over-voltagedetection to sense
phase failures in either the power-factorcorrection
network or the diode stacks.

The accel dc power supply uses capacitors in
series with each phase of the rectifier transformer’s
output winding to correct the 1agging power factor.

The exact capacitance (18.3Vf) and voltage rating
(13 kV rms) have been verified through crxnputer-aided
analysis. These capacitors are in series resonance
with all inductivereactance in the system (including
the 230 kV supply source) and produce a nominal 100
percent power factor with all 24 power supplies in
simultaneousoperation. The capacitors include:
voltage-limitingshunt arc-gaps set at 30 kV equipped
with current-limitingresistors, expulsion fuses in
series with each capacitormodule (to prevent over-
heating and rupture in the event of a shorted
capacitor), and grounding hooks for personnel safety
during maintenance. The spark gaps are set to fire
at a given overload voltage (30 kV) resulting from
the reactive current drop across the capacitors.
Once the spark gaps fire, the capacitors are
shorted. Their reactance is removed from the cir-
cuit, and the fault current is then limited by the
1eakage reactance of the transformerand primary
source.

ADCPS Control

Control informationreaches the equipment from
two sources: main control function from the LLL
supervisorycomputer located 1000 feet away, and
local control. Command, monitor and trip signals are
transmittedover fiber-optic data links. Trip
signals are also duplicatedover hard-wired links for
backup protection. In addition, the hard-wired link
provides a trip-free function. A relay circuit is
provided which allows the circuit breaker (52, Figure
3) to close only once for each time the hard-wired
link is activated. This prevents the switchgearfrom
tripping repeatedly to close into a fault after a
fault trip.

At each AOCPS there is a local control panel.
From this position, it is possible to operate and
monitor the supply for test purposes.

All commands to the ADCPS for ac circuit closure
and for change in step regulator position originate
in the SNBPSS control system located in Building
431. The local control panel requires commands frcin
the SNBPSS control. Commands wi11 not be transmitted
if unsafe conditions exist within Building 431. Ccm-
mands wi11 not be accepted if faults or open inter-
locks, such as low oil level or excessivelyhigh
temperature,exist in the ADCPS. Inmost cases
redundant protection is provided by the micop-
rocessor and the hard-wiredrelaying.

Coordination

Crucial to the protectionof any circuit is an
understandingof the operating characteristicsof the
circuit and the damange characteristicsof the equip-
ment to be protected. Another important considera-
tion to keep in mind is that the location in the
circuit of the sensing element will affect the
indicationsreceived. In other words, a fault
indicationat one point will not necessarilybe a
fault indicationat another.

The tool that is used extensively in the power
industryto coordinate protectivedevices is the
time-currentcharacteristicgraph (Figure4). This
is a plot of the operating requirementsof the
circuit, the damage curves of the equipment, and
finally, the curves of the protectiverelaying and
fusing which assure adequate protection.

The plot farthest left on Figure 4 shows the
operating characteristicsof the accel dc power
supply as viewed from the switchgearwhere the fuses,
current transformers,and relays are located. At the
bottom of the graph or for the shortest time is the



crowbarring of the power SUpply output. This draws
1700 A and lasts until the ac circuit breaker opens,
about 30 ms. The next step is the normal pulse
operation of the supply. During this, which will
1ast up to 30 seconds, the ac phase current wi11 be
390 A. Finally, the continuous rating of the
smallest piece of equipment is plotted. In this case
the rectifier-transformeris rated at 3000 kVA at

● 13.1 kV, which gives a line current of 132 A.
Between the location of the current transformersin
the switchgear,and the rectifier transformer is the
step voltage regulator. If the regulator is at the

● 50 percent tap position the 132 A primary current in
the rectifier transformerwill be 66 A through the
switchgear. Consequentlyour 1ine on the
time-currentplot is from 30 seconds upward at 66 A.

The next important informationto plot is the
damage curves for the equipment to be protected. The
California State Building Standards ElectricalCode
gives fault withstand vs. time requirements. These
are plotted for the transformer. Since our trans-
formers are both rated at 3000 kVA, their plots wi11
coincide. The transformerplot is repeated because
the regulator could be set at the 50 percent position
(which WOU1d halve the current sensed in the
switchgear).

Since the capacitors are removed from the circuit
by spark gaps, they are not included. The rectifier
assembly is not on the plot because the damage curve
is off the paper to the right due to the
current-limitingeffect of the 20 percent impedance
of the rectifier transformer.

After the operating requirementsare plotted and
the damage 1imits have been determined al1 that is
1eft to do is to select protective equipment whose
characteristicswill fit between their plots.

The manufacturersof fuses and overcurrentrelays
publish time vs. current plots of their devices.
From these can be selected the devices whose curves
best match the requirementsof the circuit. For the
MFTF accel dc power supplies, the General Electric
EJO-175-afuse was selected. To complement the fuse,
a WestinghouseC 05, long time over-currentrelay was
selected. It was determinedthat a .8 A tap would be
used with a time dial setting of 11. As the
completed Figure 4 shows, this combinationof fuse
and over-currentrelays protect the power suPplY from
damage during its entire operation.

NOTICE

This report was prepared w an account of work sponsored by the United
State$ Government. Neither the United States nor the United States
Deoartmem or Energy, nor anY of their employees, nor any of their
contract ors, subcontr-actors, or their employees, makes any warranty,
express or implied, or assumes any legal Iiabilit y or responsibflit y for the
accuracy, completeness or usefulness of any information, apparatus,

product or process disclosed, or represents that its use would not infringe
privately -awned rights.

Reference to a company or product name does not implY approval or
recommendation of the product by the University of California or the US.
Department of Energy to the exclusion of others that may be suitable.


